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THIRD FLOOR FIRE ALARM PLAN NOTES
_ EXISTING FATC TO REMAIN

: I, .PROVIDE NEW FIRE ALARM NAC POWER EXTENDER HOMERUN TO PANEL. PROVIDE
NW ZOA/ 1P BREAKER WITI-I LOCK-ON DEVICE. LABEL FIRE ALARM

: 41'IYPICAL. REFER TO SHEET ESOO1 FOR FIRE ALARM LEGEND

 EXISTING ADDRESSABLE SMOKE DETECTOR IN EXISTING ELEVATOR LOBBY FOR =
- ELEVATOR RECALL FUNCTION, TO REMAIN. RECONNECT TO NEW FIRE ALARM

: f‘ EXISTING FIRE ALARM INITIATION DEVICES TO REMAIN RECONNECT TO FIRE
ALARM CIRCUIT : :

PROVIDE NEW ADDRESSABLE SMOKE DETECTOR IN ELEVATOR LOBBY PROGRAM FOR
', ELEVATOR RECALL F'UNCTION T

PROVIDE NEW SMOKE DETECTOR AND HEAT DETECTOR IN EXISTING ELEVATOR ST
N N | P ‘ T e e s D _SHAFT ADJACENT TO NEW FIRE SPRINKLER HEAD LOCATION. PROVIDE SMOKE ~ =
offce Y LN OFFICE TG e e = . DETECTOR FOR ELEVATOR CAR RECALL AND HEAT DETECTOR FOR EMERGENCY POWER
= 0Ny oFFlcE | Il |+ oo R T e e e ~ SHUT'DOWN OF ELEVATOR POWER. COORDINATE LOCATION WITH SPRINKLER

B | S | I me L) CGONPERENCE. oo o R b TR e e S S e T e T e Pt " PROVIDE NEW SMOKE DETECTOR AND HEAT DETECTOR IN NEW ELEVATOR SHAFT S
T [ea2a] AR T R e = RN o e | * ADJACENT TO NEW FIRE SPRINKLER HEAD LOCATION. PROVIDE SMOKE DETECTOR =~ . |
we 7 Yy /7 - MmN == = h [ " FOR ELEVATOR CAR RECALL AND HEAT DETECTOR FOR EMERGENCY POWER SHUT L
L N L | WM T === DOWN OF ELEVATOR POWER. COORDINATE LOCATION WITH SPRIKLER CONTRACTOR. |

"'EPROVIDE NEW FIRE ALARM ADDRESSABLE INITIATION DEVICES ,
L"TYPICAL. PROVIDE NEW NAC DEVICE ON WALL UNLESS OTHERWISE NOTED
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’. 3/4 C WITH ONE A ADDRESSABI.E DEVICE CABLE

'3/4 C WITH 2#12

- 3/4 C WITH 4#12

‘one and one half inches = one foot

17 WITH. ONE "A” ADDRESSABLE DEVICE CABLE + 2#12 !
RLY WITH ONE 'y ADDRESSABLE DEVlCE CABLE + 2#12 TO FATC #m
" c WITH ONE W ADDRESSABLE DEVICE CABLE, + 4#12 1y FATC #3A
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ACORRDOR =~ ... GENERAL FIRE ALARM SYSTEM NOTES: _ L S
{09 | o 4 EXSTING BLDG CURRENTLY HAS A MANUAL FIRE ALARM SYSTEM. SCOPE OF FIRE =~ =
G T T e . ALARM WORK IS TO EXTEND THE EXISTING MANUAL FIRE ALARM PER CURRENT
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one inch = one foot

| 1 LR e T e 2. EXSTING FIRE ALARM SYSTEM CONSISTS OF A SIMPLEX #4100 ADDRESSABLE
I [ e e S A ] o - 7 "FIRE ALARM CONTROL PANEL WITH SIMPLEX ADDRESSABLE INITIATION DEVICES
2l " 1_[% T AL o INTERVIEW . | o ~ AND NAC DEVICES. ALL NEW DEVICES SHALL BE AS MANUFACTURED BY SMPLEX,
: * N DL I B L T TP T - o B TEXAM | - , - COMPATIBLE WITH THE EXISTING #4100 FIRE ALARM SYSTEM. ~ SRR
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THIRD FLOOR FIRE ALARM PLAN DEDUCTIVE ALTERNATE 1
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~ one quarter inch = one foot
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